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N907068City of Terrace - Frank Street Wells

N907068-01LAB # N907068-02 N907068-03

SAMPLED DATE 08-Jul-19 08-Jul-1908-Jul-19

SAMPLED TIME 13:30 13:45 13:50

SAMPLE ID Well #1 Well #2 Well #3

UnitsMRL CDWG

General Parameters (Water)

pH unitspH 1.0 7.0-10.5 7.4 7.0 7.4

mg/LAlkalinity (total, as CaCO3) 1 - 180 160 170

uS/cmConductivity 1.0 - 459 433 458

PtCo unitsColour 1 AO <= 15 <1 1 2

NTUTurbidity 0.05 MAC = 1 0.12 0.18 0.24

mg/LSolids, Total Dissolved / TDS 1.0 AO <= 500 300 270 290

mg/LCyanide, Total 0.0020 MAC = 0.2 <0.0020 <0.0020 <0.0020

mg/LPhosphorus (total) 0.05 - 0.1 <0.1 <0.1

Calculated Parameters (Water)

mg/LNitrate (as N) 0.10 MAC = 10 0.13 0.27

mg/LNitrate (as N) 0.50 MAC = 10 0.55

mg/LHardness, Total (as 
CaCO3)

0.500 - 194 162 183

Anions (Water)

mg/LChloride 1.0 AO <= 250 36.4 36.4 34.5

mg/LFluoride 0.05 MAC = 1.5 <0.10 <0.10 <0.10

mg/LNitrite (as N) 0.01 MAC = 1 <0.01 <0.01 <0.01

mg/LNitrate + Nitrite (as N) 0.10 MAC = 10 0.13 0.55 0.27

mg/LSulfate 1.0 AO <= 500 17.4 14.0 17.5

BCMOE Aggregate Hydrocarbons (Water)

ug/LVHw (6-10) 100 - <100 <100 [1] <100

ug/LVPHw 100 - <100 <100 <100

Total Metals (Water)

mg/LAluminum, total 0.0050 OG < 0.1 <0.0050 0.0079 0.0064

mg/LAntimony, total 0.00020 MAC = 0.006 <0.00020 <0.00020 <0.00020

mg/LArsenic, total 0.00050 MAC = 0.01 0.00061 <0.00050 0.00062

mg/LBarium, total 0.0050 MAC = 1 0.114 0.0860 0.117

mg/LBeryllium, total 0.00010 - <0.00010 <0.00010 <0.00010

mg/LBismuth, total 0.00010 - <0.00010 <0.00010 <0.00010

mg/LBoron, total 0.0050 MAC = 5 0.0180 0.0181 0.0160

mg/LCadmium, total 0.000010 MAC = 0.005 0.000012 0.000019 0.000012

mg/LCalcium, total 0.20 - 65.8 54.7 62.3

mg/LChromium, total 0.00050 MAC = 0.05 0.00095 0.00116 0.00083

mg/LCobalt, total 0.00010 - <0.00010 <0.00010 <0.00010
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N907068City of Terrace - Frank Street Wells

N907068-01LAB # N907068-02 N907068-03

SAMPLED DATE 08-Jul-19 08-Jul-1908-Jul-19

SAMPLED TIME 13:30 13:45 13:50

SAMPLE ID Well #1 Well #2 Well #3

UnitsMRL CDWG

Total Metals (continued)

mg/LCopper, total 0.00040 AO <= 1 0.00202 0.00518 0.00740

mg/LIron, total 0.010 AO <= 0.3 <0.010 0.017 <0.010

mg/LLead, total 0.00020 MAC = 0.005 0.00048 0.00035 <0.00020

mg/LLithium, total 0.00010 - 0.00231 0.00176 0.00222

mg/LMagnesium, total 0.010 - 7.06 6.23 6.64

mg/LManganese, total 0.00020 AO = 0.02, 
MAC = 0.12

<0.00020 0.00121 0.00213

mg/LMercury, total 0.000010 MAC = 0.001 <0.000010 <0.000010 <0.000010

mg/LMolybdenum, total 0.00010 - 0.00062 0.00036 0.00058

mg/LNickel, total 0.00040 - 0.00041 0.00044 <0.00040

mg/LPhosphorus, total 0.050 - <0.050 <0.050 <0.050

mg/LPotassium, total 0.10 - 2.58 2.10 2.35

mg/LSelenium, total 0.00050 MAC = 0.05 <0.00050 <0.00050 <0.00050

mg/LSilicon, total 1.0 - 6.5 6.7 6.4

mg/LSilver, total 0.000050 - <0.000050 <0.000050 <0.000050

mg/LSodium, total 0.10 AO <= 200 12.8 13.3 11.5

mg/LStrontium, total 0.0010 - 0.242 0.206 0.227

mg/LSulfur, total 3.0 - 5.2 3.6 5.5

mg/LTellurium, total 0.00050 - <0.00050 <0.00050 <0.00050

mg/LThallium, total 0.000020 - <0.000020 <0.000020 <0.000020

mg/LThorium, total 0.00010 - <0.00010 <0.00010 <0.00010

mg/LTin, total 0.00020 - <0.00020 <0.00020 <0.00020

mg/LTitanium, total 0.0050 - <0.0050 <0.0050 <0.0050

mg/LTungsten, total 0.0010 - <0.0010 <0.0010 <0.0010

mg/LUranium, total 0.000020 MAC = 0.02 0.000426 0.000262 0.000350

mg/LVanadium, total 0.0010 - <0.0010 <0.0010 <0.0010

mg/LZinc, total 0.0040 AO <= 5 0.0136 0.0092 <0.0040

mg/LZirconium, total 0.00010 - <0.00010 <0.00010 <0.00010

Volatile Organic Compounds (VOC) (Water)

ug/LBenzene 0.5 MAC = 5 <0.5 <0.5 [1] <0.5

ug/LEthylbenzene 1.0 MAC = 140 <1.0 <1.0 [1] <1.0

ug/LMethyl tert-butyl ether 1.0 AO <= 15 <1.0 <1.0 [1] <1.0

ug/LStyrene 1.0 - <1.0 <1.0 [1] <1.0

ug/LToluene 1.0 MAC = 60 <1.0 <1.0 [1] <1.0

ug/LXylenes (total) 2.0 MAC = 90 <2.0 <2.0 [1] <2.0

70-130 [surr]Toluene-d8 - 99% 106% [1] 100%
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SAMPLED TIME 13:30 13:45 13:50

SAMPLE ID Well #1 Well #2 Well #3

UnitsMRL CDWG

Volatile Organic Compounds (VOC) (continued)

70-130 [surr]4-Bromofluorobenzene - 98% 104% [1] 99%

Special Notes

= 1 Headspace in sample container is greater than 5% volume - VOC results may be compromised

Glossary of Terms

Method Reporting LimitMRL

Less than the reported detection limit (RDL)<

mg/L Milligrams per Litre

NTU Nephelometric Turbidity Units

pH units pH units

PtCo units Platinum Colbalt colour units

ug/L Micrograms per Litre

uS/cm Micro Siemens per centimeter

MAC Maximum Acceptable Concentration. Values above MAC are formatted with red text and solid outline.

Aesthetic Objective (not health related).  Values above AO are formatted with a dashed outline. AO

Operational guideline (for treated water) OG

Canadian Drinking Water Quality Guidelines (2014)CDWG

Standards / Guidelines Referenced

http://www.hc-sc.gc.ca/ewh-semt/alt_formats/pdf/pubs/water-eau/sum_guide-res_recom/sum_guide
-res_recom-eng.pdf
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